LOAD SCHEDULE LOAD SCHEDULE
NAME IC>5 KA CAPACITY : 24 CCT. PANAL NAME : LP2 , iC>5 KA CAPACITY : 42 CCT.
ND @ SURFAC LOCATION BASEMENT MOUNTIND : SURFACE . LOCATION 2nd FL.
NV T AT VYU 4 i - Y
COMNEPTER LOAD YA L DESCRIPTION SO - CONDUCTOR SZEGMML) | RacEwaY GoT | CONNELTED LORD INYA DESCRIPTION o | —CONDUCTOR SZEGAM.) | pacewaY
B 1,000 LIGHTING 1 15 | 50 2-25 1/2" 1 600 LIGHTING 1 15 | 50 2-25 1/2"
3 1,000 LIGHTING 1 15 | 50 2-25 1/2" 3 1,400 LIGHTING 1 15 | 50 2-2.5 1/2"
5 800 LIGHTING 1 15 | 50 2-2.5 1/2" 5 1,400 LIGHTING 1 15 | 50 2-2.5 1/2"
7 700 LIGHTING 1 15 50 2-2.5 1/2" 7 2,100 LIGHTING 1 15 50 2--2.5 1/2"
g 500 LIGHTING 1 15 | 50 2-2.5 1/2" 9 1,000 ‘ LIGHTING 1 15 | 50 2-25 - 1/2"
17 800 LIGHTING 1 15 | 50 2-25 1/2" , 11 1,800 LIGHTING 1 15 | 50 2-25 1/2"
13 | 1,000 LIGHTING 1 15 | 50 2-2.5 1/2" 13 | 1,900 LIGHTING 1 15 | 50 2-25 1/2"
15 700 LIGHTING 1 15 | 50 2-2.5 1/2" 15 900 LIGHTING 1 15 | 80 2-2.5 1/2"
17 - SPARE 1 15 | 50 - - 17 1,000 LIGHTING 1 15 | 50 2-25 /27
I B 19 1,500 LIGHTING 1 15 50 2-2.5 1/2"
21 21 1,600 LIGHTING 1 15 | 50 2-2.5 1/2"
23 23 1,600 LIGHTING 1 15 | 50 2-25 i/2"
25 25 1,200 LIGHTING 1 15 | 50 2-2.5 1/2”
27 27 1,400 ~ LIGHTING 1 15 | 50 2-25 1/2"
29 29 1,600 LIGHTING 1 15 | 50 2-2.5 1727
31 B 31
33 33
35 35 2,200 LIGHTING | 1 15 | 50 2-2.5 1/2"
37 37 - SPARE 1 15 | 50 - -
30 B 39 <
41 41
7 ] 2 1,400 RECEPTACLE 1 20 | 50 2-4,1-2.5 : 1/2"
4 4 1,200 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
6 800 RECEPTACLE 1 20 | 50 2-4,1-2.5 /2" 6 1,200 RECEPTACLE 1 20 | 50 2-4,1-25 1/2"
8 ~ SPARE 1 20 | 50 — - 8 1,000 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
0 - SPARE 1 20 | 50 — - 10 1,000 . RECEPTACLE 1 20 | 50 2-4,1-25 1/2°
12 - SPARE 1 20 | 50 - - 12 1,400 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
14 14 | 1,000 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
18 16 1,200 RECEPTACLE 1 | 20 | 50 2-4,1-2.5 1/2”
18 18 -
20 | T 20 {1,800 RECEPTACLE 1 20 | 50 2-41-2.5 * 1/2"
23 22 1,200 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
24 24 1,000 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2°
28 26 1,600 RECEPTACLE 1 20 | 50 2-4,1~2.5 : 1/2"
o8 28 800 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
30 30 800 | RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
ER 32 11,000 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2°
T3 34 1,000 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
T N o 36 1,000 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
38 38 _ ]
40 - - 40 1,400 RECEPTACLE 1 20 | 50 T 2-41-25 172"
(T az 42 - SPARE 1 20 | 50 - =
| oror. (27901 2200 | 2800 1 conNECT TO 20A 3P PLUG IN CB | MAIN CB : — FEEDER : 4-4,1-2.5 | RACEWAY 3/4” Tor. [19:100L 141001 19000 | CONNECT TO 100A 3P PLUG IN CB| MAIN CB : — FEEDER : 4-50,1-10 RACEWAY 2"
«I” NAMMUULAY
LOAD SCHEDULE - LOAD SCHEDULE @ nIndiuERBUInIIganIR
PANAL NAME : ELP1 IC>5 KA CAPACITY : 30 CCT. ‘ - | PANAL NAME : LP3 IC>5 KA CAPACITY : 42 CCT. @
MOUNTIND : SURFACE LOCATION XTH FL. MOUNTIND : SURFACE LOCATION 3rd FL. : , : T nENTNEmIINIg
CCT | CONNECTED LOAD IN VA i CB CONDUCTOR SIZE(MM® CCT | CONNECTED LOAD IN VA CB CONDUCTOR SIZE(MM”)
NO. A 5 c DESCRIPTION POLE] AT | AF UINE ML) raceway NO. | A B c DESCRIFTION POLE| AT | AF LINE RACEWAY BeaL
1 600 ) LIGHTING 1 15 | 50 2-25 1/2" 1 600 ' LIGHTING 1 15 | 50 2-2.5 1/2" . s R
3 1,400 | LGHTING 115 | 50 7-25 1/2° 3 1,900 LIGHTING i |15 | 50 2-25 1/2° ' aqﬂ’?%@ﬂﬁﬁﬁéﬂf?@ﬂ?iﬁu
5 1,200 LIGHTING 1 15 | 50 2-2.5 1/2" 5 1,900 LIGHTING 1 15 | 50 2-2.5 1/2" -
7 700 LIGHTING 1 151 50 2-2.5 1/2" 7 1,300 LIGHTING 1 15 | 50 7-25 1/2° , T3 INLNUNRUTINA
E) 1,800 LIGHTING i 15 | 50 2-25 1/2" 9 1,200 LIGHTING 1 15 | 50 2-25 , 172"
11 1,000 LIGHTING i 15 | 50 2-2.5 1/2" 11 1,900 LIGHTING 1 15 50 2-2.5 1/2" 9, ﬁg{ﬂ%ﬂa’mﬁﬁ
EE 1,700 LIGHTING 1 15 | 50 2-2.5 1/2" 13 1,900 LIGHTING 1 15 | 50 2-2.5 ‘ 1/2"
BEE 1,700 LIGHTING 1 15 | 50 2-2.5 v 1/2" 15 1,800 LIGHTING - 1 15 | 50 2-25 1/2" , =g
7 1,800 LIGHTING i 15 | 50 2-25 1/2° 17 1,700 LIGHTING 1 15 | 50 2-25 1/2"
19 | 2,000 LIGHTING i i5 | 50 2-25 1/2" 19 | 1,900 LIGHTING 1 15 | 50 2--2.5 1/2" - /
21 1,200 LIGHTING 1 15 50 2-2.5 1/2" 21 1,700 LIGHTING 1 15 50 2-2.5 1/2" § aailn
23 1,400 LIGHTING 1 15 | 50 2-25 1/2” : 23 1,500 LIGHTING 1 15 | 50 2-2.5 1/2" Bian  dAadeu: /e
25 1.800 LIGHTING i 15 | 50 2-2.5 1/2" 25 [1,000 LIGHTING 1 15 | 50 2-2.5 1/2" = /
27 1,200 LIGHTING 1 15 | 50 2-25 1/2” 27 - SPARE 1 15 | 50 - — : = -
28 - SPARE i 15 50 - - 29 TE UULRES
31 31 =
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47 41 g FennaLeSaang i
2 800 RECEPTACLE 1 20 | 50 72-4,1-2.5 1/2" 2 800 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2” e v =F
4 7,600 | RECEPTACLE 1 20 | 50 2-4,1-25 1/2" 4 600 RECEPTACLE 1 20 | 50 2-4,1-25 1/2° = v
8 1,200 RECEPTACLE 1 20 | 50 2~4,1-2.5 1/2" 6 600 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2" , S —
8 11,000 RECEPTACLE 1 |1 20 | 50 2-4,1-2.5 /2" 8 800 RECEPTACLE 1 | 20 | 50 2-4,1-25 1/2” Al el -
10 1,200 RECEPTACLE i 20 | 50 2-41-2.5 1/2" 10 600 ~ RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2" = . ngwrhifanasy awsas B |
12 1,600 RECEPTACLE 1 20 | 50 2-41-25 1/2" 12 800 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2° #1598 ayindl e |
14 11,400 1 - RECEPTACLE 1 120 | 50 2-4,1-2.5 /2" 14 ]1,200 RECEPTACLE 1 [ 20 | 50 2-4,1-2.5 1/2" S T
16 1,200 RECEPTACLE 1 20 | 50 2-4,1-25 1/2" : 16 800 RECEPTACLE 1 20 | 50 2-41-25 1/2” = ¥ il %,. ‘l
18 1,400 RECEPTACLE i 20 | 50 2-41-25 1/2" 18 1,400 RECEPTACLE 1 20 | 50 2-4,1-25 1/2° ‘ ‘ nAwne TuAwRug | "7 | ]
20 800 RECEPTACLE i 20 | 50 2-4,1-2.5 1/2° 20 | 1,600 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2" LARILLY - o
77 ~ 22 1,200 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2"
24 1,200 RECEPTACLE 1 20 | 50 2-41-2.5 1/2" 24 2,000 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2" _ :
26 | 1,000 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2" 26 | 1,400 RECEPTACLE 1 20 | 50 2-41-25 1/2” "
28 28 1,400 RECEPTACLE 1 |,20 | 50 2-4,1-25 1/2” SNENIFUIENDUNUY
30 1,000 RECEPTACLE 1 20 | 50 2-4,1-2.5 1/2” 30 300 RECEPTACLE 1 20 | 50 2-4,1-2.5 /2"
k¥ - SPARE 1 20 | 50 - - 32 - SPARE 1 20 | 50 — , - ]
34 - SPARE 1 20 | 50 - - 34 - SPARE 1 20 | 50 - -
38 SPARE 1726 | 50 = = 36 = SPARE 1 120 | 50 = - EEfOM'Z
38 38 e = wEdl
5 10 WUy 87
42 42
tor. | 11,600 élf;% 11ECD L CONNECT TO BOA 3P PLUG IN CB | MAIN CB : — FEEDER : 4-35,1-10 RACEWAY 2" TOT. [ 12390 ;;:ggg 12,100 | coNNECT TO 8OA 3P PLUG IN CB | MAIN CB : — FEEDER : 4-35,1-10 RACEWAY 2" 1 6097 -
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